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May 7, 2014

Paul Franzia

Bronco Wine Company
PO Box 789

Ceres, CA 95307

Re: Notice of Final Action - Minor Title V Permit Modification
District Facility # N-1665
Project # N-1141113

Dear Mr. Franzia:

The Air Pollution Control Officer has modified the Title V permit for Bronco Wine
Company by incorporating N-1665-515-0. The modification is to install a diesel fired
emergency engine powering a fire pump.

Enclosed is the modified Title V permit. The application and proposal were sent to US
EPA Region IX on April 15, 2014. No comments were received following the District's
preliminary decision on this project.

you for your cooperation in this matter. If you have any questions, please
dct Mr. Rupi Gill, Permit Services Manager, at (209) 557-6400.

Director of Permit Services
AM:MJS
Enclosures

cc: Gerardo C. Rios, EPA (w/enclosure) via email

Seyed Sadredin
Executive Director/Air Pollution Control Officer
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San Joaquin Valley
Air Pollution Control District

PERMIT UNIT: N-1665-515-1 EXPIRATION DATE: 04/30/2018

EQUIPMENT DESCRIPTION:
146 BHP CUMMINS MODEL CFP5E F50 TIER 3 CERTIFIED DIESEL-FIRED EMERGENCY STANDBY IC ENGINE

POWERING A FIRE PUMP

PERMIT UNIT REQUIREMENTS

1. The exhaust stack shall vent vertically upward. The vertical exhaust flow shall not be impeded by a rain cap (flapper
ok), roof overhang, or any other obstruction. [District Rule 4102]

2. This engine shall be equipped with an operational non-resettable elapsed time meter or other APCO approved
alternative. [District Rules 4701 and 4702] Federally Enforceable Through Title V Permit

3. Emissions from this IC engine shall not exceed any of the following limits: 2.52 g-NOx/bhp-hr, 0.746 g-CO/bhp-hr, or
0.092 g-VOC/bhp-hr. [District Rule 2201 and 17 CCR 93115] Federally Enforceable Through Title V Permit

4.  Emissions from this IC engine shall not exceed 0.098 g-PM10/bhp-hr based on USEPA certification using ISO 8178
test procedure. [District Rules 2201 and 4102 and 17 CCR 93115] Federally Enforceable Through Title V Permit

5. Only CARB certified diesel fuel containing not more than 0.0015% sulfur by weight is to be used. [District Rules 2201
and 4801 and 17 CCR 93115] Federally Enforceable Through Title V Permit

6. This engine shall be operated only for testing and maintenance of the engine, required regulatory purposes, and during
emergency situations. For testing purposes, the engine shall only be operated the number of hours necessary to comply
with the testing requirements of the National Fire Protection Association (NFPA) 25 - "Standard for the Inspection,
Testing, and Maintenance of Water-Based Fire Protection Systems". Total hours of operation for all maintenance,
testing, and required regulatory purposes shall not exceed 100 hours per calendar year. [District Rules 4701, 4702 and
17 CCR 93115] Federally Enforceable Through Title V Permit

7.  The permittee shall maintain monthly records of emergency and non-emergency operation and of the type of fuel used.
Records shall include the number of hours of emergency operation, the date and number of hours of all testing and
maintenance operations, the purpose of the operation (for example: load testing, weekly testing, rolling blackout,
general area power outage, etc.) and records of operational characteristics monitoring. For units with automated
testing systems, the operator may, as an alternative to keeping records of actual operation for testing purposes,
maintain a readily accessible written record of the automated testing schedule. [District Rule 4702 and 17 CCR 93115]
Federally Enforceable Through Title V Permit

8.  The permittee shall maintain monthly records of the type of fuel purchased. [District Rule 4702 and 40 CCR 93115]
Federally Enforceable Through Title V Permit

9.  All records shall be maintained and retained on-site for a minimum of five (5) years, and shall be made available for
District inspection upon request. [District Rules 4701, 4702 and 17 CCR 93115] Federally Enforceable Through Title
V Permit

These terms and conditions are part of the Facility-wide Permit to Operate.

Facility Name: BRONCO WINE COMPANY

Location: 6342 BYSTRUM RD,CERES, CA 95307
N-1665-515-1 : May 7 2094 1:52PM — SCHONHOM



